## OHFA Expected Useful Life Table

<table>
<thead>
<tr>
<th>SITE SYSTEMS</th>
<th>Type</th>
<th>Family</th>
<th>Senior</th>
<th>Action (replace unless otherwise noted)</th>
</tr>
</thead>
<tbody>
<tr>
<td>Roadways</td>
<td>Asphalt (sealing)</td>
<td>5</td>
<td>5</td>
<td>Seal</td>
</tr>
<tr>
<td></td>
<td>Asphalt</td>
<td>25</td>
<td>25</td>
<td>Resurface</td>
</tr>
<tr>
<td></td>
<td>Gravel</td>
<td>15</td>
<td>15</td>
<td>Pave with Asphalt or Concrete</td>
</tr>
<tr>
<td>Parking</td>
<td>Asphalt</td>
<td>25</td>
<td>25</td>
<td>Resurface</td>
</tr>
<tr>
<td></td>
<td>Gravel</td>
<td>15</td>
<td>15</td>
<td>Pave with Asphalt or Concrete</td>
</tr>
<tr>
<td>Pedestrian Paving</td>
<td>Bituminous</td>
<td>15</td>
<td>15</td>
<td>Resurface</td>
</tr>
<tr>
<td></td>
<td>Concrete</td>
<td>30</td>
<td>30</td>
<td>Replace</td>
</tr>
<tr>
<td>Retaining Walls</td>
<td>Concrete</td>
<td>20</td>
<td>20</td>
<td>Fill cracks/Repoint</td>
</tr>
<tr>
<td></td>
<td>Masonry</td>
<td>15</td>
<td>15</td>
<td>Fill cracks/Repoint</td>
</tr>
<tr>
<td></td>
<td>Wood</td>
<td>15</td>
<td>15</td>
<td>Replace</td>
</tr>
<tr>
<td></td>
<td>Stone</td>
<td>15</td>
<td>15</td>
<td>Fill cracks/Repoint</td>
</tr>
<tr>
<td>Dumpsters</td>
<td></td>
<td>10</td>
<td>10</td>
<td></td>
</tr>
<tr>
<td>Dumpster Enclosures</td>
<td></td>
<td>10</td>
<td>10</td>
<td>Fence only</td>
</tr>
<tr>
<td>Earthwork</td>
<td></td>
<td>50+</td>
<td>50+</td>
<td></td>
</tr>
<tr>
<td>Mail Facilities</td>
<td></td>
<td>10</td>
<td>10</td>
<td></td>
</tr>
<tr>
<td>Landscaping</td>
<td></td>
<td>50+</td>
<td>50+</td>
<td></td>
</tr>
<tr>
<td>Fencing</td>
<td>Chain link</td>
<td>25</td>
<td>25</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Vinyl post &amp; panel</td>
<td>25</td>
<td>25</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Stockade</td>
<td>15</td>
<td>15</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Post and rail</td>
<td>15</td>
<td>15</td>
<td></td>
</tr>
<tr>
<td>Irrigation Systems</td>
<td></td>
<td>30</td>
<td>30</td>
<td></td>
</tr>
<tr>
<td>Site Electrical Main</td>
<td></td>
<td>40</td>
<td>40</td>
<td></td>
</tr>
<tr>
<td>Emergency Generator</td>
<td></td>
<td>15</td>
<td>15</td>
<td></td>
</tr>
<tr>
<td>Sanitary Treatment</td>
<td></td>
<td>40</td>
<td>40</td>
<td></td>
</tr>
<tr>
<td>Lift Station</td>
<td></td>
<td>50</td>
<td>50</td>
<td></td>
</tr>
<tr>
<td>Item</td>
<td>Family</td>
<td>Senior</td>
<td></td>
<td></td>
</tr>
<tr>
<td>----------------------------------------------</td>
<td>--------</td>
<td>--------</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Site Sanitary Lines</td>
<td>40</td>
<td>40</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Site Sewer Main</td>
<td>40</td>
<td>40</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Site Water Main</td>
<td>40</td>
<td>40</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Storm Drain Lines</td>
<td>40</td>
<td>40</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Catch Basin</td>
<td>40</td>
<td>40</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Site Gas Main</td>
<td>40</td>
<td>40</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Site Lighting</td>
<td>25</td>
<td>25</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Site Power Distribution</td>
<td>40</td>
<td>40</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Built Improvements (Playgrounds/Site Furniture)</td>
<td>20</td>
<td>20</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Basketball Courts</td>
<td>15</td>
<td>15</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Tennis Courts</td>
<td>15</td>
<td>15</td>
<td>Resurface</td>
<td></td>
</tr>
<tr>
<td>Transformer</td>
<td>30</td>
<td>30</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Water Tower</td>
<td>50+</td>
<td>50+</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Solar Systems</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Electric panel</td>
<td>40</td>
<td>40</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Solar water heater</td>
<td>15-20</td>
<td>15-20</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Tankless Water Heater-Whole Building Systems</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Electric</td>
<td>20+</td>
<td>20+</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Gas</td>
<td>15-20</td>
<td>15-20</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Tankless Water Heater-Individual Units</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Electric</td>
<td>20+</td>
<td>30+</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Gas</td>
<td>15-20</td>
<td>20-25</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>BUILDING EXTERIORS</th>
<th>Type</th>
<th>Family</th>
<th>Senior</th>
</tr>
</thead>
<tbody>
<tr>
<td>Porches</td>
<td></td>
<td>50</td>
<td>50</td>
</tr>
<tr>
<td>Wood Decks</td>
<td></td>
<td>20</td>
<td>20</td>
</tr>
<tr>
<td>Storage Sheds</td>
<td></td>
<td>30</td>
<td>30</td>
</tr>
<tr>
<td>Category</td>
<td>Material/Type</td>
<td>Cost 1</td>
<td>Cost 2</td>
</tr>
<tr>
<td>----------------------------------</td>
<td>----------------------------</td>
<td>--------</td>
<td>--------</td>
</tr>
<tr>
<td>Carports</td>
<td></td>
<td>40</td>
<td>40</td>
</tr>
<tr>
<td>Garages</td>
<td></td>
<td>50+</td>
<td>50+</td>
</tr>
<tr>
<td>Canopies</td>
<td>Wood/Metal</td>
<td>40</td>
<td>40</td>
</tr>
<tr>
<td></td>
<td>Concrete</td>
<td>20</td>
<td>20</td>
</tr>
<tr>
<td>Foundations</td>
<td></td>
<td>50+</td>
<td>50+</td>
</tr>
<tr>
<td>Waterproofing Foundation</td>
<td></td>
<td>50+</td>
<td>50+</td>
</tr>
<tr>
<td>Building Mounted Exterior Lighting</td>
<td></td>
<td>6</td>
<td>10</td>
</tr>
<tr>
<td>Building Mounted HID Lighting</td>
<td></td>
<td>6</td>
<td>20</td>
</tr>
<tr>
<td>Bulkheads</td>
<td></td>
<td>6</td>
<td>20</td>
</tr>
<tr>
<td>Ceilings, Exterior or Open</td>
<td></td>
<td>5</td>
<td>5</td>
</tr>
<tr>
<td>Chimney</td>
<td></td>
<td>25</td>
<td>25</td>
</tr>
<tr>
<td>Exterior Common Doors</td>
<td>Aluminum &amp; Glass</td>
<td>30</td>
<td>30</td>
</tr>
<tr>
<td></td>
<td>Solid core (wood or metal)</td>
<td>20</td>
<td>20</td>
</tr>
<tr>
<td></td>
<td>Automatic</td>
<td>15</td>
<td>30</td>
</tr>
<tr>
<td>Exterior Stairs</td>
<td>Wood</td>
<td>30</td>
<td>30</td>
</tr>
<tr>
<td></td>
<td>Filled metal pan</td>
<td>20</td>
<td>20</td>
</tr>
<tr>
<td></td>
<td>Concrete</td>
<td>25</td>
<td>25</td>
</tr>
<tr>
<td>Basement Stairs</td>
<td></td>
<td>50+</td>
<td>50+</td>
</tr>
<tr>
<td>Fire Escapes</td>
<td></td>
<td>40</td>
<td>40</td>
</tr>
<tr>
<td>Exterior Unit Doors</td>
<td></td>
<td>25</td>
<td>25</td>
</tr>
<tr>
<td>Windows – All Types</td>
<td></td>
<td>20</td>
<td>20</td>
</tr>
<tr>
<td>Exterior Walls</td>
<td>Aluminum siding</td>
<td>15</td>
<td>15</td>
</tr>
<tr>
<td></td>
<td>Brick or Block</td>
<td>40</td>
<td>40</td>
</tr>
<tr>
<td></td>
<td>Stone veneer (Brownstone)</td>
<td>20</td>
<td>20</td>
</tr>
<tr>
<td></td>
<td>Glass block</td>
<td>15</td>
<td>15</td>
</tr>
</tbody>
</table>

Note: Cost 1 and Cost 2 may represent different types or conditions of the same item.
<table>
<thead>
<tr>
<th>Material</th>
<th>Family</th>
<th>Senior</th>
<th>Action</th>
</tr>
</thead>
<tbody>
<tr>
<td>Granite block</td>
<td>40</td>
<td>40</td>
<td>Repoint</td>
</tr>
<tr>
<td>Metal/Glass curtain wall</td>
<td>10</td>
<td>10</td>
<td>Recaulk</td>
</tr>
<tr>
<td>Precast concrete panel</td>
<td>15</td>
<td>15</td>
<td>Recaulk</td>
</tr>
<tr>
<td>Vinyl siding 0.030 to 0.040</td>
<td>15</td>
<td>15</td>
<td>Replace as required</td>
</tr>
<tr>
<td>Vinyl siding 0.042-0.055</td>
<td>30</td>
<td>30</td>
<td>Replace as required</td>
</tr>
<tr>
<td>Wood siding/shingles</td>
<td>5</td>
<td>5</td>
<td>Prep &amp; paint/stain</td>
</tr>
<tr>
<td>Latex stucco (EIFS)</td>
<td>5</td>
<td>5</td>
<td>Prep &amp; paint/stain</td>
</tr>
<tr>
<td>Portland cement stucco</td>
<td>30</td>
<td>30</td>
<td>Repair cracks</td>
</tr>
<tr>
<td>Parapet Wall</td>
<td>30</td>
<td>30</td>
<td></td>
</tr>
<tr>
<td>Storm/Screen Doors</td>
<td>7</td>
<td>15</td>
<td></td>
</tr>
<tr>
<td>Storm/Screen Windows</td>
<td>20</td>
<td>20</td>
<td></td>
</tr>
<tr>
<td>Window Security</td>
<td>40</td>
<td>40</td>
<td></td>
</tr>
<tr>
<td>Windows (Frames &amp; Glazing)</td>
<td>30</td>
<td>30</td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>ROOF</th>
<th>Type</th>
<th>Family</th>
<th>Senior</th>
<th>Action (replace under otherwise noted)</th>
</tr>
</thead>
<tbody>
<tr>
<td>Roof Covering</td>
<td>Aluminum shingles</td>
<td>40</td>
<td>40</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Asphalt shingles</td>
<td>30</td>
<td>30</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Built up (BUR)</td>
<td>20</td>
<td>20</td>
<td>(subject to waiver)</td>
</tr>
<tr>
<td></td>
<td>Membrane</td>
<td>20</td>
<td>20</td>
<td>(subject to waiver)</td>
</tr>
<tr>
<td></td>
<td>Preformed metal</td>
<td>40</td>
<td>40</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Shingles (Slate, Tile, Clay, etc.)</td>
<td>50+</td>
<td>50+</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Wood shingles</td>
<td>N/A</td>
<td>N/A</td>
<td></td>
</tr>
<tr>
<td>Roof Drainage Exterior (Gutter &amp; Fascia)</td>
<td>25</td>
<td>25</td>
<td>Replace</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Roof Drainage Interior (Drain Covers)</td>
<td>50+</td>
<td>50+</td>
<td>Replace</td>
</tr>
<tr>
<td></td>
<td>Roof Structure</td>
<td>50+</td>
<td>50+</td>
<td></td>
</tr>
<tr>
<td>Category</td>
<td>Item</td>
<td>Cost 1</td>
<td>Cost 2</td>
<td>Repair/Replacement</td>
</tr>
<tr>
<td>-------------------</td>
<td>-----------------------------</td>
<td>--------</td>
<td>--------</td>
<td>--------------------</td>
</tr>
<tr>
<td>Roof Railings</td>
<td></td>
<td>10</td>
<td>10</td>
<td>Repaint</td>
</tr>
<tr>
<td>Hatches/Skylights</td>
<td>Access hatch</td>
<td>30</td>
<td>30</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Smoke hatch/Skylight</td>
<td>25</td>
<td>25</td>
<td></td>
</tr>
<tr>
<td>Service Doors</td>
<td></td>
<td>25</td>
<td>25</td>
<td></td>
</tr>
<tr>
<td>Soffits</td>
<td>Wood/Stucco/Concrete</td>
<td>5</td>
<td>5</td>
<td>Repair/repaint</td>
</tr>
<tr>
<td></td>
<td>Aluminum or Vinyl</td>
<td>25</td>
<td>25</td>
<td>Replace</td>
</tr>
<tr>
<td></td>
<td>Concrete</td>
<td>50+</td>
<td>50+</td>
<td>Replace</td>
</tr>
</tbody>
</table>